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“BASE MODEL” OPTION
The “Base Model” Option is an affordable approach with 
big impact including several key improvements across 
various space functions. 

While most operatories remain untouched, clinical 
support areas will see upgrades, particularly in the 
dispensary and lab areas across multiple levels. 
Additionally, perimeter clinical support areas will 
undergo renovations to improve functionality 
and efficiency. To improve the entry experience, 
enhancements will be made to create a more 
welcoming and efficient entry process. 

It was determined the first floor can now be occupied 
with programmatic space due to adjustments in the 
Base Flood Elevation (BFE). LSU Facilities supported 
this action. The floor plan on the adjacent page 
illustrates how the first floor can be utilized. A check-
in desk welcomes patients into the building and 
directs them to their clinic floor to wait. Interviewing 

is situated adjacent the check-in to determine a 
candidates suitability. Additionally, a wellness center is 
located near the student and faculty entry for their use 
while on campus. 

Classrooms will benefit from technology upgrades, 
ensuring a modern and effective learning environment. 
The development of a dental tech lab is included in the 
plan, providing advanced facilities for dental education 
and training.

Student amenities will be enhanced with the 
introduction of a breezeway furniture solution. The 
Student Affairs Office will also be updated to better 
meet the needs of the student body. For the café and 
vending services, the plan involves operationalizing the 
café and enhancing vending options to better serve the 
community.

Finally, the HVAC system for the gross anatomy area 
and adjacent classrooms will be enhanced to ensure a 
comfortable and conducive learning environment.

FIGURE 4.1: “BASE MODEL” OPTION PLANS

PROJECT IMPACT
LEVEL 1

•	 Operationalize Café and Improve Vending

•	 Enhance Patient Entry Experience

LEVEL 2

•	 Technology Upgrades in Classrooms

•	 Clinical Support – Dispensary and Labs

•	 Student Amenities

•	 Breezeway Furniture Solution

•	 Student Affairs Office

LEVEL 3

•	 Clinical Support - Dispensary

•	 Dental Tech Lab

LEVEL 4

•	 Clinical Support – Dispensary

•	 Renovate in Place perimeter clinical support

LEVEL 8

•	 Enhance HVAC for Gross Anatomy and adjacent 
Classroom

FIGURE 4.2: FIRST IMPRESSIONS ENTRY EXPERIENCE - LEVEL 1 CLINIC BUILDING
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“MID-RANGE” OPTION
The “Mid-Range” option is a balance of affordability and 
amenities including extensive improvements across 
various space functions.

Clinical support areas will see upgrades similar to 
the “Base Model” option, including the development 
of a dental tech lab and enhancements to dispensary 
and lab areas. Enhancements to the patient entry 
experience will create a more welcoming and efficient 
entry process. (See Plan on previous page).

Classrooms will benefit from technology upgrades, 
ensuring a modern and effective learning environment. 
Auditoriums A and B will undergo cosmetic renovations 
and seat additions, while Auditorium C will receive a 
full renovation to modernize the space. This option 
also includes the expansion and enhancement of 
classrooms to accommodate more students and 
improve learning conditions.

Student amenities will be improved with various 
initiatives, including the introduction of new furniture 
solutions in breezeway areas and the reimagining of 
the library to better serve student needs. The wellness 
center will be reopened to promote overall well-being 
for students and faculty. The plan also involves 
operationalizing the café and enhancing vending 
options to better serve the community. 

Figure 4.4 illustrates a concept for re-programming the 
current Library space. The goal with this concept is to 
continue to provide library and bookstore services, but 
with a modern approach while providing the desired 
student study spaces: both social and quiet. 

Public-facing offices, such as Student Affairs, will be 
refreshed to create a more professional and welcoming 
environment.

Finally, the HVAC system for the gross anatomy area 
and adjacent classrooms will be enhanced to ensure a 
comfortable and conducive learning environment.

FIGURE 4.3: “MID-RANGE OPTION” PLANS

PROJECT IMPACT
LEVEL 1

•	 Operationalize Café and Improve Vending

•	 Enhance Patient Entry Experience

•	 Student and Faculty Wellness Center

LEVEL 2

•	 Technology Upgrades in Classrooms

•	 Clinical Support

•	 Student Amenities

•	 Refresh Public facing Offices

LEVEL 3

•	 Clinical Support

•	 Dental Tech Lab

•	 Expand and Enhance Classroom

•	 Library Reimagined

LEVEL 4

•	 Clinical Support

•	 Renovate Classrooms

•	 Cosmetic Renovations of Aud A and B; Add 
Seats

•	 Full Renovation of Aud C

LEVEL 8

•	 Enhance HVAC for Gross Anatomy and adjacent 
Classroom

FIGURE 4.4: LIBRARY AND STUDENT STUDY CENTER - LEVEL 3 ADMIN BUILDING
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“PREMIUM PRODUCT” OPTION
The “Premium Product” Option includes comprehensive 
improvements across all space functions completely 
reimagining LSUHCS School of Dentistry. 

This option builds upon the “Mid-Range” Option. 
Outdated operatories will receive cosmetic renovations. 
Clinical support areas will see upgrades and expansion. 
Enhancements to the patient entry experience will be 
similar to the other options.

Digital lab will be renovated to ensure a modern 
and effective learning environment. Classrooms will 
benefit from either technology upgrades or complete 
renovation and expansion, accommodating more 
students and improving learning conditions.

Student amenities will be improved with various 
initiatives, including breezeway areas, wellness center, 
and café to better serve the community.

Public-facing offices will be refreshed to create a more 

professional and welcoming environment.

HVAC system for the gross anatomy area and adjacent 
classrooms on Level 8 will be enhanced to ensure a 
comfortable and conducive learning environment.

In summary, the “Premium Product” Option includes 
cosmetic renovations to operatories, more extensive 
upgrades in clinical support areas, renovation of 
the digital lab on Level 6, and additional classroom 
technology upgrades on Level 7.

FIGURE 4.5: “PREMIUM PRODUCT” OPTION

PROJECT IMPACT
LEVEL 1

•	 Operationalize Café and Improve Vending

•	 Enhance Patient Entry Experience

•	 Student and Faculty Wellness Center 

LEVEL 2

•	 Technology Upgrades in Classrooms

•	 Clinical Support

•	 Student Amenities

•	 Refresh Public facing Offices

LEVEL 3

•	 Clinical Support

•	 Dental Tech Lab

•	 Expand and Enhance Classroom

•	 Library Reimagined

LEVEL 4

•	 Clinical Support

•	 Renovate Classrooms

LEVEL 6

•	 Expand Classroom 

•	 Renovate Digital Lab

LEVEL 7

•	 Technology Upgrades in Classrooms

LEVEL 8

•	 Enhance HVAC for Gross Anatomy and adjacent 
Classroom

FIGURE 4.7: KANSAS CITY UNIVERSITY - PATIENT WAITINGFIGURE 4.6: KANSAS CITY UNIVERSITY - OPERATORY DESIGN
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EXISTING INFRASTRUCTURE
The previous pages showcased various planning 
strategies to reimagine the existing Clinic and Admin 
building for Louisiana State University School of 
Dentistry. The following pages will provide more detail 
on the building infrastructure work that would need to 
be complete to support the planning options. 

Accessible accommodations will need to be provided 
in various areas of the buildings, including restrooms. 
The plans on this page identify the existing restrooms 
that will need to undergo renovation to achieve the 
area required by accessible codes and guidelines. 
Additionally, there are several new gender neutral/ 
single occupancy proposed. More detailed information 
on the plumbing calculations can be found in the 
appendix.

FIGURE 4.8: LOCATION OF RESTROOMS TO BE RENOVATED - FLOORS 1-4 FIGURE 4.9: LOCATION OF RESTROOMS TO BE RENOVATED - FLOORS 5-8
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THE ADMINISTRATION BUILDING

FOUNDATION
The foundation is pile-supported, with concrete pile 
caps with concrete grade beams spanning between the 
columns. The foundation seems in good condition, and 
we recommend no work.

SUBSTRUCTURE
The basement is roughly 15’-0” below grade. The 
perimeter walls are 10” thick cast-in-place concrete 
walls, with a 1” cementitious waterproof barrier applied 
to the interior walls and a 3” tapered waterproof 
barrier applied to the floor. The basement cannot be 
used for any program element, including storage. 
The substructure seems in good condition, and we 
recommend no work.

SUPERSTRUCTURE
The building is a 4-story building. The superstructure 
is cast-in-place concrete. Columns are spaced 25’-0” in 
one direction and 23’-9” in the other. Between columns 
and around the perimeter, 30” deep concrete beams 
support a 10” two-way slab. The superstructure seems 
in good condition, and we recommend no work.

EXTERIOR CLOSURE

PRECAST
The precast is an exposed aggregate precast concrete 
panel. The thickness ranges from 18” thick at the 
punched openings, 5” at the areas in between the 
windows, and 3” at each floor slab edge. The gravity 
and lateral structural support occur at each floor level. 
When the caulking was redone, a clear sealer was 
installed on the precast panels. The precast seems in 
good condition, and we recommend no work.

PRECAST CAULKING
The precast caulking is a Dow Corning 790 Silicone 
Building Sealant. The exterior precast joints were 
re-caulked roughly eight (8) years ago. The precast 
caulking seems in good condition, and we recommend 
no work.

GRANITE
The granite is 1” thick black granite on the exterior wall 

of the recessed first floor. It is in good condition but 
should be cleaned.

GRANITE CAULKING
The caulking at the granite is a Dow Corning 795 
Silicone Building Sealant. This caulking is the original 
calking and is cracking in numerous locations. It is 
recommended to remove the existing caulking and 
replace it with new using Dow Corning 795 Silicone 
Building Sealant.

WINDOWS
The window system is a 44” wide x 72” high single-
pane window with a 5 ½” deep x 1 ½” wide aluminum 
frame. The glazing is tinted “Solar Bronze.” The windows 
are original to the building. All windows have been 
identified as a water intrusion area. It is recommended 
that all existing windows be removed and replaced with 
new, code-compliant windows.

ROOF
The existing roof is a two-ply modified bitumen roof 
over tapered insulation. The roofing looks in good 
condition, and we recommend no work. 

SERVICE SYSTEMS

CONVEYING
All elevators in the building are currently working and 
in good order. We recommend no work.

MECHANICAL
Please see the end of this document for this scope of 
work.

ELECTRICAL
Please see the end of this document for this scope of 
work,

SAFETY STANDARDS

EGRESS
The existing means of egress in the building is 
compliant with all building codes. The corridors 
are not rated but are not required to be rated. They 
are an appropriate width. The exit stairs are the 

required dimensions away from each other and are 
of appropriate width. Both stairs deposit you directly 
outside once you get to the first floor, as the code 
requires. 				  

FIRE RATINGS
As far as we can tell, all required fire ratings are in 
place. Typically, with older buildings, as long as the 
fire ratings were in compliance with the building 
codes for the year it was designed/ constructed, 
they are grandfathered in when codes are updated. 
When renovations occur, those renovations would be 
constructed using the current building codes. There is 
no reason to think this has not been done throughout 
the life of the building.  				 

EXTINGUISHING SYSTEMS
The Admin building does not have a suppression 
system. It is recommended to install a suppression 
system during the renovations. Please refer to MEP 
section below for additional information.

DETECTION AND ALARM
The Admin building has an alarm system that is 
compliant with current codes and standards. Any 
renovations to the existing building would require 
the alarm system to be upgraded per the revised 

design. Please refer to MEP section below for additional 
information.

EMERGENCY POWER
The building’s essential services are on emergency 
power. It is recommended to add any additional 
essential services that will be constructed during 
the renovations. Please refer to MEP section below for 
additional information.

HANDICAPPED ACCESS

CIRCULATION
The building has one ADA entrance ramp located on 
the northwest side of the building. It is constructed 
of concrete and pipe rail. It runs from the existing 
“horseshoe” drop-off area up to the first floor exterior 
deck. We want to remove this ramp and relocate it to 
the opposite side of the “horseshoe.”

ENVIRONMENTAL

ABATEMENT
There no asbestos located in this building. 

		

FIGURE 4.10: LEVEL 5 ROOF PLAN FIGURE 4.11: LEVEL 1 ACCESS POINTS
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THE CLINIC BUILDING

FOUNDATION
The foundation is pile-supported, with concrete pile 
caps with concrete grade beams spanning between the 
columns. The foundation seems in good condition, and 
we recommend no work.

SUBSTRUCTURE
The basement is roughly 15’-0” below grade. The 
perimeter walls are 10” thick cast-in-place concrete 
walls, with a 1” cementitious waterproof barrier applied 
to the interior walls and a 3” tapered waterproof 
barrier applied to the floor. The basement cannot be 
used for any program element, including storage. 
The substructure seems in good condition, and we 
recommend no work.

SUPERSTRUCTURE
The building is a 4-story building. The superstructure 
is cast-in-place concrete. Columns are spaced 25’-0” in 
one direction and 23’-9” in the other. Between columns 
and around the perimeter, 30” deep concrete beams 
support a 10” two-way slab. The superstructure seems 
in good condition, and we recommend no work.

EXTERIOR CLOSURE

PRECAST
The precast is an exposed aggregate precast concrete 
panel. The thickness ranges from 18” thick at the 
punched openings, 5” at the areas in between the 
windows, and 3” at each floor slab edge. The gravity 
and lateral structural support occur at each floor level. 
When the caulking was redone, a clear sealer was 
installed on the precast panels. The precast seems in 
good condition, and we recommend no work.

PRECAST CAULKING
The precast caulking is a Dow Corning 790 Silicone 
Building Sealant. The exterior precast joints were 
re-caulked roughly eight (8) years ago. The precast 
caulking seems in good condition, and we recommend 
no work.

GRANITE
The granite is 1” thick black granite on the exterior wall 
of the recessed first floor and on the fifth-floor balcony. 
It is in good condition but should be cleaned.

GRANITE CAULKING
The caulking at the granite is a Dow Corning 795 
Silicone Building Sealant. This caulking is the original 
calking and is cracking in numerous locations. It is 
recommended to remove the existing caulking and 
replace it with new using Dow Corning 795 Silicone 
Building Sealant.

WINDOWS
The window system is a 24” wide x 60” high single-pane 
window with a 5 ½” deep x 1 ½” wide aluminum frame. 
The glazing is tinted “Solar Bronze.” On the fifth floor, 
the exterior wall is recessed into the building, roughly 
5’-0”. This recess creates a wrap-around balcony 
accessible through glass entrance doors at the end 
of each hallway. Here, there is a full-height storefront 
glazing system, roughly 8’-0” high, with a spandrel 
panel at the base of the system. All windows have been 
identified as a water intrusion area. It is recommended 
that all existing windows be removed and replaced with 
new, code-compliant windows and window systems. 

Roof

The existing roof is a two-ply modified bitumen roof 
over tapered insulation. The main roof and the roof at 
the fifth floor balcony are in very poor condition. These 
roofs have been identified as locations for existing, 
persistent leaks, and therefore, it is recommended 
to remove the existing roof and tapered system and 
replace it with a new two-ply modified bitumen roof 
system over new tapered insulation. 

SERVICE SYSTEMS

CONVEYING
The existing freight elevator is not operational and 
is in need of a complete renovation. We recommend 
replacing the entire elevator with a new freight elevator.

MECHANICAL
Please see the appendix for this scope of work.

ELECTRICAL
Please see the appendix  for this scope of work,

SAFETY STANDARDS

EGRESS
The existing means of egress in the building is 
compliant with all building codes. The corridors 
are not rated but are not required to be rated. They 
are an appropriate width. The exit stairs are the 
required dimensions away from each other and are 
of appropriate width. One stair deposits you directly 
outside on the first floor and the second stair deposits 
you into a protected egress corridor that then deposits 
you directly outside. 

Fire ratings

As far as we can tell, all required fire ratings are in 
place. Typically, with older buildings, as long as the 
fire ratings were in compliance with the building 
codes for the year it was designed/ constructed, 
they are grandfathered in when codes are updated. 
When renovations occur, those renovations would be 
constructed using the current building codes. There is 
no reason to think this has not been done throughout 
the life of the building.  

EXTINGUISHING SYSTEMS
The Clinic building has a suppression system and is 
in code compliance. Any renovations to the existing 
building would require the suppression system to be 
upgraded per the revised design. Please refer to MEP 
section below for additional information.

 DETECTION AND ALARM
The Admin building has an alarm system that is 
compliant with current codes and standards. Any 
renovations to the existing building would require 
the alarm system to be upgraded per the revised 
design. Please refer to MEP section below for additional 
information.

EMERGENCY POWER
The building’s essential services are on emergency 
power. It is recommended to add any additional 
essential services that will be constructed during 

the renovations. Please refer to MEP section below for 
additional information.

HANDICAPPED ACCESS

CIRCULATION
The building has two existing ADA ramps. One is on the 
east side of the building, which is part of the original 
construction, and the other is on the west side of the 
building, which was constructed during the addition 
of the Annex. The one that is original to the building is 
non-compliant due to dimensional inadequacies at the 
bottom landing. The one that was built with the Annex 
is a temporary ramp made of textured plate steel. This 
one is code-compliant but because of its construction, 
we would like to remove and replace it with a new one.

ENVIRONMENTAL

ABATEMENT
Asbestos tile and mastic is prevalent on floors 2 to 6 
of this building. If renovations are performed in areas 
with asbestos tiles and mastic, it is recommended to 
remediate those areas prior to the renovations.

FIGURE 4.12: ROOF PLAN: CLINIC BUILDING



SECTION 5

APPENDIX



51APPENDIXAPPENDIX50 Louisiana State University School of Dentistry 
Feasibility Study 2025

Louisiana State University School of Dentistry 
Feasibility Study 2025

FIGURE 5.1: “BASE MODEL” OPTION AREA PLAN LEVEL 1
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FIGURE 5.2: “BASE MODEL” OPTION AREA PLAN LEVEL 2
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FIGURE 5.3: “BASE MODEL” OPTION AREA PLAN LEVEL 3
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FIGURE 5.4: “BASE MODEL” OPTION AREA PLAN LEVEL 4
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FIGURE 5.5: “BASE MODEL” OPTION AREA PLAN LEVEL 5
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FIGURE 5.6: “BASE MODEL” OPTION AREA PLAN LEVEL 6
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FIGURE 5.7: “BASE MODEL” OPTION AREA PLAN LEVEL 7
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FIGURE 5.8: “BASE MODEL” OPTION AREA PLAN LEVEL 8
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FIGURE 5.9: “MID-RANGE” OPTION AREA PLAN LEVEL 3
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PREFERRED SCENARIO AREA PLANS - “MID-RANGE” OPTION

ONLY THE LEVELS THAT DIFFER FROM THE “BASE MODEL” OPTION ARE PRESENTED HERE.

FIGURE 5.10: “MID-RANGE” OPTION AREA PLAN LEVEL 4
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FIGURE 5.11: “PREMIUM PRODUCT” OPTION AREA PLAN LEVEL 2
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PREFERRED SCENARIO AREA PLANS - “PREMIUM PRODUCT” OPTION

ONLY THE LEVELS THAT DIFFER FROM THE “BASE MODEL” OPTION ARE PRESENTED HERE.

FIGURE 5.12: “PREMIUM PRODUCT” OPTION AREA PLAN LEVEL 3

15,525 SF
LIBRARY

2,142 SF
CLASSROOM

3,120 SF
COLLABORATION

3,097 SF
SUPPORT

1,456 SF
CLASS LAB

1,421 SF
SUPPORT

1,393 SF
SUPPORT

106 SF
OFFICE 80 SF

STORAGE

138 SF
OFFICE

83 SF
OFFICE

15 SF
3312Q2

128 SF
LAB SERVICE

426 SF
SPECIAL CLASS LABORATORY

92 SF
STORAGE

91 SF
OFFICE

121 SF
TREATMENT

74 SF
TREATMENT

15 SF
3312K2

369 SF
NONCLASS LABORATORY

20 SF
MECH.

127 SF
SERVICE LAB

187 SF
DATA

599 SF
MECHANICAL

330 SF
SUPPLIES

392 SF
SUPPLIES

24 SF
3312F

169 SF
NONCLASS LABORATORY

508 SF
SERVICE LAB

263 SF
SERVICE LAB

263 SF
CLASS LABORATORY

127 SF
TREATMENT

150 SF
TREATMENT

105 SF
NONCLASS LAB

74 SF
TREATMENT

951 SF
TREATMENT

707 SF
MECHANICAL

158 SF
PUBLIC TLT

103 SF
PUBLIC TLT

142 SF
OFFICE

133 SF
OFFICE 169 SF

TREATMENT

17 SF
Room

28 SF
Room

408 SF
TREATMENT

20 SF
MECH

16 SF
Room

26 SF
TREATMENT

175 SF
OFFICE

226 SF
OFFICE

311 SF
CONFERANCE ROOM

151 SF
OFFICE

164 SF
OFFICE

32 SF
MECH

112 SF
NONCLASS LAB

90 SF
Room

940 SF
TREATMENT

19 SF
Room

19 SF
Room

2,457 SF
CIRCUALTION

1,448 SF
SPECIAL CLASS LABORATORY

5 SF
Room

22 SF
Room

1,722 SF
CIRCULATION

1,190 SF
TREATMENT

1,157 SF
TREATMENT

1,154 SF
TREATMENT

1,161 SF
TREATMENT

1,203 SF
TREATMEMT

78 SF
OFFICE

77 SF
OFFICE

81 SF
TREATMENT

1,518 SF
BOOK STORE 98 SF

OFFICE

149 SF
MERCHANDISING FACILITIES

118 SF
READING/ STUDY ROOM

339 SF
CIRCULATION

73 SF
READING/STUDY ROOM

37 SF
READING/STUDY ROOM

34 SF
READING/STUDY ROOM 55 SF

READING/STUDY ROOM

38 SF
STORAGE

57 SF
READING/STUDY ROOM

48 SF
OFFICE

91 SF
PUBLIC TLT

21 SF
CUSTODIAL

120 SF
PUBLIC TLT

243 SF
Room

170 SF
CIRCULATION

1,153 SF
CIRCULATION

244 SF
Room

140 SF
OFFICE 94 SF

OFFICE

131 SF
OFFICE

64 SF
OFFICE SERVICE

36 SF
OFFICE SERVICE

20 SF
OFFICE SERVICE

22 SF
MECH

22 SF
READING/STUDY ROOM

125 SF
DATA PROCESSING/COMPUTER

177 SF
LOUNGE

585 SF
STORAGE

7 SF
MECH

318 SF
CIRCULATION

1,182 SF
CLASSROOM

311 SF
PROCESSING ROOM

8,314 SF
LIBRARY

2,063 SF
Room

LEVEL 3 - 60M RENO
AREA PLAN LSU HEALTH SCIENCES - DENTAL SCHOOL RENOVATION



63APPENDIXAPPENDIX62 Louisiana State University School of Dentistry 
Feasibility Study 2025

Louisiana State University School of Dentistry 
Feasibility Study 2025

FIGURE 5.13: “PREMIUM PRODUCT” OPTION AREA PLAN LEVEL 4
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FIGURE 5.14: “PREMIUM PRODUCT” OPTION AREA PLAN LEVEL 6
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FIGURE 5.15: “PREMIUM PRODUCT” OPTION AREA PLAN LEVEL 7
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